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2 1. ALL DIMENSIONS ARE IN MILLIMETRES.
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L AND THRUST BLOCK INV. IN=450 INV. OUT=2.54(EXSMH) EXIST. RIM EL: 6.01m <)
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¢ CBCL Project No.:212838.00
INSTALL 150x100 TEE c/w RESTRAINTS AND T
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1. REMOVE NATURAL GAS DISTRIBUTION TO PATIO HEATERS BACK. TO KITCHEN AREA, CAP AND © IMeTO GLENN

SEAL THE PIPE. GROUP L
2. REMOVE EVAPORATOR AND CONDENSER SERVICE TO THE STAGE. REMOVE THE REFRIGERANT LANDSCAP];

AS PER PROVINCIAL ENVIRONMENTAL REGULATIONS. LANDSCAPE
3. EMPTY AND REMOVE SEPTIC STORAGE TANK BELOW STAGE PARK PLANNERS
4. DISCONNECT WATER SUPPLY TO STAGE AREA BACK TO THE CURB STOP. PH: (5064552473
5. REMOVE FOOD TRUCK WATER SUPPLY FROM HYDRANT. FAX. (50014502685
6. THE CONTRACTOR IS RESPONSIBLE TO VERIFY EXISTING CONDITIONS AND EQUIPMENT :

LOCATIONS PRIOR TO TENDERING. ANY ERRORS OR. DISCREPANCIES SHOULD BE BROUGHT TO

THE ATTENTION OF THE ENGINEER IMMEDIATELY. NO AFTER CLAIMS FOR COMPENSATION WILL . SUREONSILTAT

BE CONSIDERED FOR CONTRACTORS FAILURE TO TAKE SITE CONDITIONS INTO CONSIDERATION ] ]

PRIOR TO BID SUBMISSION., FUNDY Engineering
7. DEMOLITION NOTES/DRAWINGS ARE PROVIDED FOR. THE CONTRACTOR’S CONVENIENCE TO

INDICATE THE GENERAL EXTENT OF DEMOLITION WORK. AND AS SUCH DO NOT NECESSARILY | 27 Wellngton Row T, (506) 635-1566

INDICATE THE ENTIRE SCOPE OF WORK. THE EXTENT OF DEMOLITION WORK WILL BE THAT WHICH SamtJohnNE  fundy@lundyeng.com

15 NECESSARY TO COMPLETE THE WORK DESCRIBED BY THE CONTRACT DOCUMENTS. | | Sl o mearo o
8. THE FULL EXTENT OF CUTTING, PATCHING, AND TRENCHING IS NOT NECESSARILY INDICATED IN ' Serving Our Giients Needs Firs

THE DEMOLITION NOTES OR ON DRAWINGS.
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9. [T WILL BE THE RESFONSIBILITY OF THIS CONTRACTOR TO REMOVE FROM THE SITE AND
PROFERLY DISFOSE OF ALL DELETED HVAC EQUIPMENT, DUCTWORK, DIFFUSERS, GRILLES,
REFRIGERANT, REFRIGERATION FIFING, DUCT HANGERS, ETC. UNLESS OTHERWISE NOTED ON
THE TENDER DOCUMENTS OR ADDENDA.
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10. THESE DRAWINGS ARE PARTIALLY SCHEMATIC IN CHARACTER AND MUST NOT BE SCALED. THE
CONTRACTOR SHALL FIT THE WORK TO THE JOB, CAREFULLY INVESTIGATING THE STRUCTURAL,
ELECTRICAL, ARCHITECTURAL SPACES AND FINISH CONDITIONS AFFECTING THE WORK
ACCORDINGLY AND FURNISHING NECESSARY BENDS, OFFSETS, FITTINGS, JUNCTIONS, ETC.

WHETHER SPECIFICALLY SHOWN OR. CALLED FOR OR NOT, AND SEEING THAT THERE ARE NO D‘(\)TgE.PlRéN.TzE(;’:ZI D;ENE;IBIY;
INTERFERENCES BETWEEN THIS WORK. AND THE WORK OF ANY OTHER TRADE. — Rk
CAD
CLIENT PROJECT No.: GG PROJECT NO:
SCALE : 1:250 2021-083001T 2107
SCALE: DATE:
Om 2m  5m 10m 15m 20m 25m| AS SHOWN 09.12.2021

SHEET NUMBER

Ml




	2107 - L2 - Demolition Grading Addendum 1s
	Sheets and Views
	Layout1


	LOYALIST PLAZA CIVIL DRAWINGS REV. 1s 2021-12-10-ADDENDUM#1
	2021-12-06 - LOYALIST PLAZA CIVIL - Mechanical Demo stamp

